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TEST RAPORU 
/TESTING REPORT 
 

 
Deney ve/veya ölçüm sonuçları, genişletilmiş ölçüm belirsizlikleri (olması halinde) ve deney metotları bu sertifikanın tamamlayıcı kısmı 
olan takip eden sayfalarda belirtilmiştir. 
The test and/or measurement results, the uncertainties (if applicable) with confidence probability and test methods are given on the following pages 
which are part of this report.  
 

İmzasız raporlar geçersizdir. Bu rapor laboratuvarın yazılı izni olmadan kısmen kopyalanıp çoğaltılamaz, üçüncü şahıslarla paylaşılamaz 
ve reklam aracı olarak kullanılamaz.  
Testing reports without signature are not valid. This report cannot be partially copied and reproduced, shared with third parties and used as an 
advertising tool without the written permission of the laboratory. 

Numune müşteri tarafından sağlanmıştır ve raporda verilen ölçüm sonuçları sadece test edilen numune için geçerlidir. 
Sample has been provided by the customer and measurement results are only valid for the appliance which are tested. 
 

Proje No: 
/Project Number 

 

Hizmet: 
/Service  

Testing of CYLINDRICAL FUSE HOLDER – HFH-38-1, HFH-51-1 AND HFH-58-1 

Ürün: 
/Product  

FUSE 

Ürün Tanımı: 
/Product Description 

CYLINDRICAL FUSE HOLDER 

Firma İsmi: 
/Company Name 

HS GRUP 

Firma Adresi: 
/Company Address 

HALİL RIFAT PAŞA MAH. YÜZER HAVUZ SK. 
PERPA TİC MER B BLOK NO: 543 ŞİŞLİ / İSTANBUL 

Kontak Kişi :  
/Contact  

Abdullah HEDAYA 

http://www.intertek.com/
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BÖLÜM 1   

/SECTION 1  

                                                                                                                                                                                                   

BAŞVURU SAHİBİ TARAFINDAN SAĞLANAN MÜHENDİSLİK NUMUNELERİNE İLİŞKİN BİLGİLER: 
/INFORMATIONS FOR ENGINEERING SAMPLES PROVIDED BY APPLICANT  
 

Test 
/Testing 

Test Numunesi Geliş Tarihi 
/Date of receipt of test item  

24.06.2026 

Test Numunesi Kabul No 
/Test item receipt number  

S26.338, S26.339 

Test Numunesi Seri No 
/Test item serial number  

Engineering Sample 

Test Tarihi 
/Date (s) of performance of tests 

13.07.2026-16.07.2026 

 

 

 
 
İŞARETLEME ETİKETLERİ: 
/MARKING PLATES 

İşaretleme Etiketleri 
/Marking Plates 
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BÖLÜM 2   
/SECTION 2 
 
TEST METODU VE YAPILIŞ:  
/TEST METHOD AND APPLICATION 
 

Heating 

Appliances and their surroundings shall not attain excessive temperatures in normal use. During the test, a 

current of 32 A was applied to the product. This was considered to be normal operation. 

The 32 A current was supplied through the Resistive/Inductive/Capacitive Load Cabinet. 

Temperature rises, other than those of windings, are determined by means of thermocouples having a 

diameter not exceeding 0,3 mm positioned so that they have minimum effect on the temperature of the 

part under test.  

Thermocouples used for determining the temperature rise of the surface of walls, ceiling and floor of the 

test corner are attached to the back of small blackened disks of copper or brass, 15 mm in diameter and 1 

mm thick. The front of the disk is flush with the surface of the board.  

As far as is possible, the appliance is positioned so that the thermocouples detect the highest 

temperatures. 

RESULT: The temperature rise test was conducted only on the 32 A model, HFH-38-1. The measured 

temperature rise of the product was 46.8 °C. 

 

 Leakage current and electric strength at operating temperature 

At operating temperature, the leakage current of the appliance shall not be excessive and its electric 

strength shall be adequate.  

The appliance is operated under normal operation. The 32 A current was supplied through the 

Resistive/Inductive/Capacitive Load Cabinet. 

The product was supplied with 254.4 V, corresponding to 1.06 times its rated voltage. 

The metal foil has the largest area possible on the surface under test without exceeding the dimensions 

specified. If its area is smaller than the surface under test, it is moved to test all parts of the surface. The 

heat dissipation of the appliance is not to be affected by the metal foil.  

RESULT: The leakage current measured only on the 32 A model, HFH-38-1 during the test was m 0.04m A. 
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The appliance is disconnected from the supply and the insulation is immediately subjected to a voltage 

having a frequency of 50 Hz or 60 Hz for 1 min. 

The test voltage is applied between live parts and accessible parts, non-metallic parts being covered with 

metal foil.  

A test voltage of 1890 V was applied to the appliance. 

RESULT: Among all models, the highest measured leakage current was 0.04 mA. 
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BÖLÜM 3 

/SECTION 3 

TEST SONUÇLARI:  

/TEST RESULTS 

 

Ortam Şartları 
/Ambient Conditions 24.1 °C and 50% RH 

 

Madde 
/Clause 

Tanım 
/Description 

Sonuç 
/Result 

- Heating test Max. 46.8 °C. 

- Leakage current test Max. 0.04 mA. 

- Electric strength test Max .0.04 mA 
Supplementary Information: 
/Ek Bilgi: 

 

P: 
F:  
N/A:    

Uygun / Conformed 
Uygunsuzluk / Non-Conformity  
Uygulanabilir değil / Not Applicable 

 

 

 

 

 

 

 

 

Testi Gerçekleştiren: 
/Completed by Onatcan GÜLER  

Onaylayan: 
/Reviewed by Anıl DİLBER 

 
Ünvan: 
/Title Project Engineer  

 
Ünvan: 
/Title Senior Project Engineer 

 
İmza:  
/Signature 

 
  

 
İmza:  
/Signature  

 
Tarih: 
/Date 20.07.2026  

Tarih: 
/Date 20.07.2026 
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BÖLÜM 4   

/SECTION 4      
 
TEST EKİPMANLARI: 
/TEST EQUIPMENT 

Ekipman Adı  
/Equipment Name 

Üretici  
/Manufacturer 

Ekipman # 
/ID # 

Kalibrasyon Tarihi 
/Calibration Date 

Sonraki Kal. Tarihi 
/Next Cal. Date 

Resistive Inductive  
Capacitive Load Cabine 

Sinuo Testing Equipment  
Co. Ltd 

EN 322 11.2025 11.2026 

Hand-held Multimeter UNI-T EN 357 12.2025 12.2026 

Leakage Current 
Measurement  
Network 

Intertek Turkey EN 064 08.2025 08.2026 

Temperature Recorder Yokogawa EN 035 05.2026 05.2027 

Electrical Safety Tester Chroma EN 022 02.2026 02.2027 

 

 

 

http://www.intertek.com/
http://www.imtertek-turkey.com/


     

 
 
 

 
 
 
Form LFT-EMEA-TR-OP-07h/Rev.3/01.02.2023 

 
Report No.202600417IST 

     
Page 8 of 10 

Intertek Test Hizmetleri A.Ş. 
Merkez Mahallesi Sanayi Cad. 
Altındağ Plaza No:23 
Yenibosna 34197 
İstanbul - Türkiye 

Tel  +90 212 496 4646 
Fax +90 212 452 8055 
intertek.turkey@intertek.com 
intertek.com • intertek-turkey.com 
Trade Register Number: 337606/285188 • Marmara Kurumlar V.D. : 465 004 2498 

 

BÖLÜM 5      
/SECTION 5                 
                                                                                                                                                                                    
FOTO DOKÜMANTASYON: 
/PHOTO DOCUMENTATION  

 

 
Photo 1. General view of 32A Cylindrical Fuse Holder the appliance 

 

 
Photo 2. General view of 32A Cylindrical Fuse Holder the appliance 
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Photo 3. General view of 64A Cylindrical Fuse Holder the appliance 

 
 
 

 
Photo 4. General view of 64A Cylindrical Fuse Holder the appliance 
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Photo 5. General view of 128A Cylindrical Fuse Holder the appliance 

 
 

 
Photo 6. General view of128A Cylindrical Fuse Holder the appliance 
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